Checklist for Special Egress

Control Devices
(Section 1003.3.1.10, Uniform Building Code)

The folowing information is required to be submitted for review of Special Egress
Control Devices (SECD). Submittals that are made without the following information will
not be approved, and may be returned without review.

Q

Q

Provide afloor plan that indicates the locations where the SECD will be installed.

Provide an electrical plan that indicates that the device is connected to the smoke
detection or sprinkler system and, upon activation of either system, the device
shall automatically deactivate.

Provide an eectrica plan that indicates that the device will automatically
deactivate upon the loss of electrical power to any of the following:

o thedeviceitsdf;
0 the Smoke detection system; or
0 meansof egressillumination.

Provide a floor plan that indicates where a switch to unlock the door will be
located in an approved location. Acceptable locations are nurse stations, reception
counters, etc.

The plans shal indicate that a sign will be installed on the door located above and
within 12 inches of the panic bar, or other door latching hardware reading:

KEEP PUSHING. THE DOOR WILL OPEN IN 15 SECONDS.
ALARM WILL SOUND.

Provide manufacturer’s catalog information for the device. The following shall be
included with the materias:

o Verification that the device to be installed shal be initiated whenever a
manual force of not more than 15 poundsis applied for two seconds to
the panic bar, or other door latching hardware.

0 The SECD shal deactivate within 15 seconds, and the time delay shall
not be field adjustable.

0 Actuation of the panic bar, or other door-latching hardware devices, shall
activate an audible signa at the door.

0 Theunlatching shal not require more than one operation.
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